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Notes:

1. Employers must ground overhead ground wires that are within reach of the
employee.

2. The grounding cable must be as short as practicable; therefore, the attachment points
between the grounding cable and the tower may be different from that shown in the
figure.

Figure 4—Equipotential Zone for Metal Lattice Tower



